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FLOW

1 1/2" X 1"
REDUCING
BUSHING

STRAIGHT

FLOW

SHOWN

1 1/2" PIPE TEE WITH
REDUCING BUSHING
PN 2002011

ANGLE

FLOW

SHOWN

1 1/2" X 1"
REDUCING
BUSHING

1 1/2" PIPE TEE WITH
REDUCING BUSHING
PN 2002011

1 1/2" X 1"
REDUCING
BUSHING
PN 9330044 PIPE Y

INSTALLATION

SHOWN

1 1/2" PIPE "Y" (BY OTHERS)

1.  VALVES AND FITTINGS BY OTHERS, MOUNT THE

     SENSOR AT LEAST 10   FROM HORIZONTAL.°

40396P05

FLOW THRU AND INSERTION

INSTALLATION MODEL 396P

AND TF396

V.A.                             04/17/95

K.W.                            04/26/95

R.B.                             04/26/95

B       REVISED AND REDRAWN ON CAD, ADDED TF396

C       REVISED CALLOUTS ADDED REDUCING BUSHING
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04-01-03      JS


